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DC30D

Generator Control Module

https://gensetpart.com/generator-controller/

COMPATIBLE REPLACEMENT PART

POPULACE has manufactured generator electronic parts in Xiamen, China since 2006.
1000+ SKUs in stock, 1-5 day dispatch, every unit burn-in tested before shipment.

Document contents

Specification and technical characteristics
Terminal assignment and wiring diagram
Installation, adjustment and settings

Troubleshooting table

This document is supplied by POPULACE Electronic Co., Ltd. as an installation and
operating guide for a POPULACE compatible replacement part. It is not an original
equipment manufacturer (OEM) document. Any brand names or part numbers mentioned
are for cross-reference and identification purposes only and do not indicate

affiliation with, or endorsement by, the respective manufacturers.

Why source this part from POPULACE
Factory in Xiamen, China - operating since 2006 (20 years)
Over 1000 SKUs held in stock; dispatch within 1-5 days
Every unit burn-in tested at 65 C before shipment
CE and I1SO 9001 production system; full batch traceability
Free technical support for wiring, settings and fault diagnosis

Get a quote / technical support

Web: https://gensetpart.com
Email: grace@genpart.cn
Phone / WhatsApp: +86-138-5038-3550

No.702 Xiniya Building, No.90 Anling Second Road, XIAMEN, FUJIAN, China
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DC30D configuration and instructions Ver2. 1

Notes:
1. MEBAY Technology reserves the rights 1o change the contents of this
documeant without prior notica,
2.This manual is only for the quick operation, pleasa read the specific standa
rd manual for your refersnce

& Pressing this key will st the module nto auto

A mode
\ O'l In:r:n:sp # Under adition mode, to increase the nimbers
o & Linder reconds mode, prassing this key to change
the page
# FPage change

& Confirm the change under edition mods

F
1. “mMndel o = v : 29€ | g in standby state, press for 3 seconds 1o anter the
DC30D o — . Confim O e o recet
# Choose alarm records under reconds chacking
DC30DR _— L] miode

2. Panel introduction
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# Can slop gunoralur under manualauto mode
& Can reset shutdown alarm

* During stop procasson, pressing this key again
can stop genaraior immadiately

# Pressing this key can cancel the setting and back |

1o upper class under edition

# Under the setting mode with checking data, the
data can be saved and system will axil after
prassing

# In standby mode, press the button for mone than
3 seconds (o chack the alarm reconds under siop
TaCachs.

Manual
Start
Decreasa

# Start the genset
@ Under edition mode, io decreass the numbers
# Uinder records mode, pressing this key o change

the page

W o Safting | Pressing ‘Page” and “Stop” simultansously to
Mode coma into setting mode

4. Parameter setting
# Please set the parameters according to below stops:

In the slop mode, please o A .'
50 that you can come (o configurabon mode

-
simultanecusly, then ioose .

2 Select the "Sel Paramatars™ menu and press _' then you can come o
ender password interace the default password 15 07621

Note: the data can not be saved if the user didn’t press STOPO to
confirm the setting.

5. Installation

® |l the controfior is installed directly in the gensat of olher eguipment with
braton, pleasa add shockprool of devices

# Shape size 106mm"BEmm 45mm, Cutqul: WTBmm HEGmm

6. DC30D/DC300R Typical diagram

Notes;

1! Please don't move baftery during running status or it may cause the
confrolar broken

2] The oulpul pors for starting, fuel etc. should be expanded wilth
hagh-powear reiays

31 When the sensof pof is configured as a swilch Input, disconnection is
cons:denasd valid input and cannot be connected 1o the positive terminal of the
battery

5{'{3 lWlmmn: the secondary CT can nol be opened under current
loading, or the high voltage may cause damage and safety problem for
WOrkers.
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